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Installation

Cut 92mm diameter round aperture.

Plug driver into luminaire.

Fold back retention blades and insert luminaire into the aperture.

Maintenance

To access internal housing, remove facade by unscrewing anti-clockwise.

To remove the module housing, push back metal tabs using flathead screwdriver. 

Twist the module housing, allowing it to drop out through tab slots.
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